Lead in Water Test Results Scio Elementary School (Pods A,B,C)

Summary:

Notes:

» The lead in water Action Level is 15 parts per billion (ppb).

Any fixture testing at or above the action level of 15 ppb is immediately removed from service and cannot be returned to service until it has
been remediated and passed follow-up testing.

* A"ND" or "non-detect" test result indicates the sample measured below the minimum detection limit of [#] ppb.

Legend:

« Test results equal to or greater than the Action Level of 15 ppb are highlighted in red and precede a "High" value in the "Initial Level" or "Final

Level" column.

« Test results near the Action Level of 15 ppb (11.99 to 14.99 ppb) are highlighted in yellow and precede a "Med" (Medium) value in the "Initial
Level" or "Final Level" column.

Fixture Location
Description

[enter description]
Pod A rm1 sink

Pod A rm1 fountain
Pod A rm2 sink

Pod A rm2 fountain
Pod A rm3 sink

Pod A rm3 fountain
Pod A rm4 sink

Pod A rm4 fountain

Fixture ID #
[enter ID #]
21030100-010CF
21030100-011DW
21030100-020CF
21030100-021DW
21030100-030CF
21030100-031DW
21030100-040CF
21030100-041DW

Pod A boys bathrm sink 21030100-111BF
Pod A girls bathrm sink 21030100-000BF

Pod B rm5 sink
Pod B rm5 fountain
Pod B rm6 sink
Pod B rm6 fountain
Pod B rm7 sink
Pod B rm7 fountain
Pod B rm8 sink
Pod B rm8 fountain

21030100-050CF
21030100-051DW
21030100-060CF
21030100-061DW
21030100-070CF
21030100-071DW
21030100-080CF
21030100-081DW

Pod B girls bathrm sink 21030100-222BF
Pod B boys bathrm sink 21030100-333BF

Pod C rm9 sink

Pod C rm9 fountain
Pod C rm10 sink

Pod C rm10 fountain
Pod C rm11 sink

Pod C rm11 fountain
Pod C rm12 sink

Pod C rm12 fountain

21030100-090CF
21030100-091DW
21030100-101CF
21030100-102DW
21030100-110CF
21030100-111DW
21030100-120CF
21030100-121DW

Pod C boys bathrm sink 21030100-444BF
Pod C girls bathrm sink 21030100-555BF

Office copy rm sink
office bath rm sink

office drinking
fountain

breakroom sink

21030100-122SF
21030100-123BF
21030100-124DW

21030100-125SF

Initial
Test Date
[enter date]
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
11/14/2025
11/14/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
11/14/2025
11/14/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
1/17/2025
11/14/2025
11/14/2025
11/14/2025
11/14/2025
11/14/2025

11/14/2025

Initial Test
Result (ppb)

[enter result]
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND

ND

Initial Level
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low
Low

Low

Low

Final
Retest Date

[enter date]

Final Test
Result (ppb)

[enter result]

Final Level
Low
Low
Low
Low
Low
Low
Low
Low

Low

Low
Low
Low
Low
Low
Low
Low

Low

Low
Low
Low
Low
Low
Low
Low

Low




breakroom NW
bathroom sink

breakroom NE
bathroom sink

east office sink
behavior rm

MOD sink
MOD bathrm sink

west outside
bathroom sink

East outside bathroom

sink

kitchen produce sink

kitchen handwash sink

kitchen dish sink
kitchen pot sink
cafeteria hand
washing sink 1
cafeteria hand
washing sink 2
cafeteria hand
washing sink 3
cafeteria hand
washing sink 4

cafeteria water fountain
girls bathroom sink 1
girls bathroom sink 2
girls bathroom sink 3
girls bathroom sink 4
boys bathroom sink 1
boys bathroom sink 2
boys bathroom sink 3

boys bathroom sink 4

Gym bottle filler

reading room sink

21030100-126BF

21030100-127BF

21030100-128SF

21030103-002CF
21030103-001BF
21030101-001BF

21030101-002BF

21030101-003KF
21030101-004KF
21030101-005KF
21030101-006KF
21030101-0070T

21030101-0080T

21030101-0090T

21030101-0100T

21030101-011DW
21030101-012BF
21030101-013BF
21030101-014BF
21030101-015BF
21030101-016BF
21030101-017BF
21030101-018BF
21030101-019BF
21030101-020WB
21030101-021CF

11/14/2025

11/14/2025

11/14/2025

11/18/2025
11/18/2025
11/18/2025

11/18/2025

11/18/2025
11/18/2025
11/18/2025
11/18/2025

11/13/2025

11/13/2025

11/13/2025

11/13/2025
11/13/2025
11/13/2025
11/13/2025
11/13/2025
11/13/2025
11/13/2025
11/13/2025
11/13/2025
11/13/2025
11/13/2025
11/13/2025

ND

ND

ND

ND
ND
ND

ND

ND
ND
ND
ND
ND

ND

ND

ND

ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND

Low

Low

Low

Low
Low

Low

Low

Low
Low
Low
Low

Low

Low

Low

Low

Low
Low
Low
Low
Low
Low
Low
Low
Low
Low

Low



Fixture 1D # Fixture Type Codes

BF = Bathroom Faucet 0% = 0utside Spigot
CF = Classroom Faucet SF = Staff/Office Faucet
DW = Drinking Water Fountain | SH=Shower Head
IM = Ice Machine WB = Water Bottle Filler
KF = Kitchen/Food Prep WC =Water Cooler [Chiller)
NS = Nurse's Office Sink OT = Other (Specify)

Legend

Requires ODE Pre-Approva
Installed Filter

Mot Valid as Corrective Action

Corrective Action Codes
Code Corrective Action Taken
RP-FX Replace Fixture
RP-SF Replace Shutoff
RP-PP Replace Piping
RP-F¥+5F Replace Fixture & Shutoff
RP-FX+PP Replace Fixture & Piping
RP-SF+PP Replace Shutoff & Piping
RP-ALL Replace Fixture, Shutoff, Piping
RE Rebuild Fixture
IF Install Filter
REB-IF Rebuild Fixture & Install Filter
RP-FX-IF Replace Fixture; Install Filter
RP-SF-IF Replace Shutoff; Install Filter
RP-PP-IF Replace Piping; Install Filter
RP-F¥+5F-IF Replace Fixture & Shutoff; Install Filter
RP-FX+PP-IF  Replace Fixture & Piping; Install Filter
RP-SF+PP-IF  Replace Shutoff & Piping; Install Filter
RP-ALL-IF Replace Fixture, Shutoff, Piping; Install Filter
RP-SF-RB Replace Shutoff: Rebuild Fixture
RP-PP-RBE Replace Piping; Rebuild Fixture
RP-5F+PP-RE  Replace Shutoff & Piping; Rebuild Fixture
RP-5F-RE-IF  Replace Shutoff; Rebuild Fixture; Install Filter
RP-PP-RE-IF  Replace Piping; Rebuild Fixture; Install Filter
RP-5F+PP-RE-IF Replace Shutoff & Piping; Rebuild Fixture; Install Filter
FS-RDT Flush System, Repeat Draw Test
Remowve Remave Fixture
Other Other (Specify)
FTO Flush Test Only




